Clarification of ITB – Addendum No. 2
Pre-Bid meeting Minutes
Rehabilitation and Expansion of Jenin Waste Water Plant - Jenin

Date & Time: 8 September 08 @ 11:00hrs
Location: Department of Water and Sanitation, Municipality of Jenin – Jenin City

Attendance:
- UNDP/PAPP- Engg. Unit: Johny Theordory, Bushra Ziadah
- UNDP/PAPP Procurement Unit: Nakhleh Anter
- Jenin Dept. of Water & Sanitation: Mr. Waddah El Labadi, Engr. Moh’d Shita

Contractors: Various to view this Addendum on www.undp.ps

Dear Participants,

This correspondence pertaining to the above-mentioned project, should be considered as an integral part of the tender documents. Below, please find the UNDP/PAPP official replies to all inquiries raised by participant bidders during the pre-bid meeting held on 8 September 2007 @ 11:00hrs in Jenin Dept. of Water & Sanitation.

Clarification Invitation to Bid (ITB) Letter

Participating Contractors should provide UNDP/PAPP with the duly filled tender documents in the following format:
- Separate sealed envelope marked Technical proposal.
- Separate sealed envelope marked financial proposal.
- Separate sealed envelope containing the requested bid Bank guarantee.

The Bidder shall prepare one original and two copies of the Bid, clearly marking each “Original Bid” and “Copy of Bid” as appropriate.

The Bidder shall seal the original and each copy of the Bid in separate envelopes, duly marking the envelopes as “ORIGINAL” and “COPY”. The envelopes shall then be sealed in an outer envelope. Due to the ITB, UNDP representative will collect the bidders envelopes on 25 September 2008 as stated in the addendum No. 1. It is important to know that no bid opening will be conducted on that day.
Clarification # 2.k: Item # 2.2.11: the supplied Piston Jet Pump should be of Patent Storm make or equivalent manufacturer that has a good reputation.

Clarification # 2.1: All supplied valves & mechanical parts in bill # 2 should be of Mandelson make or equivalent manufacturer that has a good reputation.

Electrical Works Bill # 3

Clarification # 1: Item #3.10.1: The sound proof system for the standby Generator must be as built and manufactured by the generator manufacturer, to the approval of UNDP.

For your kind attention and reference

Sincerely Yours,

[Signature]

Roberto Valoti
UNDP/PAPP Special Representative a. i.